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CAUTION / ATTENTION
Avoid equipment
damage.
Water tank fill
procedure:
1. Fill at 100 PSI
maximum
    on all tanks.
2. Fill  rate in GPM =
Tank
     size capacity.
3. Tanks over 1000
    Gallons, maximum
     fill rate = 1000 GPM

4. Gate back fill when
     water reaches top
     of tank.

Failure to follow these procedures
could result in overpressurization,
premature tank failure, and possibly
void your warranty.

Prevention des dommages
a l'equipment. Procedure
de remplissage du
reservoir:
1.Remplir le reservoir a
    100 PSI MAXIMUM.

2. Debit de remplissage en
     GPM=Capacite du
     reservoir.
3. Reservoir de 1000
    gallons et plus - Debit
    de remplissage = 1000
    GPM.
4. Reduire la valve de
    remplissage quand
     l'eau arrive a son
     niveau maximum.

NE PAS suivre ces procedure pourrait
occasionner une supression, un eclatement
du reservoir et possiblement l'annulation
de la garantie.
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